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CITATION NO. 03-24-17C-047
TOTAL COLIFORM MAXIMUM CONTAMINANT LEVEL VIOLATION
FOR July 2017

Enclosed is a Citation issued to the City of Woodlake (hereinafter “Water System”) public water system.

The Water System will be billed at the State Water Resources Control Board’s (hereinafter “State Board”)
hourly rate (currently estimated at $163) for the time spent on issuing this Citation. California Health and
Safety Code, Section 116577, provides that a public water system must reimburse the State Board for actual
costs incurred by the State Board for specified enforcement actions, including but not limited to, preparing,
issuing and monitoring compliance with a citation. At this time, the State Board has spent approximately one
hour on enforcement activities associated with this violation.

The Water System will receive a bill sent from the State Board in August of the next fiscal year. This bill will
contain fees for any enforcement time spent on the Water System for the current fiscal year.

Any person who is aggrieved by a citation, order or decision issued by the Deputy Director of the Division of
Drinking Water under Article 8 (commencing with Health and Safety Code, Section 116625) or Article 9
(commencing with Health and Safety Code, Section 116650), of the Safe Drinking Water Act (Chapter 4,
Part 12, Division 104, of the Health and Safety Code), may file a petition with the State Water Board for
reconsideration of the citation, order or decision. Appendix 1 to the enclosed Citation contains the relevant
statutory provisions for filing a petition for reconsideration (Health and Safety Code, Section 116701).

Petitions must be received by the State Water Board within 30 days of the issuance of the citation, order or
decision by the Deputy Director. The date of issuance is the date when the Division of Drinking Water mails
a copy of the citation, order or decision. If the 30th day falls on a Saturday, Sunday, or state holiday, the
petition is due the following business day by 5:00 p.m.
Information regarding filing petitions may be found at:

http://www.waterboards.ca.gov/drinking water/programs/petitions/index.shtml

Feucia Marcus, cHair | THomas HOWARD, EXECUTIVE DIRECTOR

2RR Wast Rullard Avenna Suita 1011 Fresnn CA 63704 | www watarhnards ra aav



Citation No. 03-24-17C-047
Within 10 days of receipt of this Citation, the Water System shall submit a written response to the State
Water Board indicating its willingness to comply with the directives of this Citation.

If you have any questions regarding this matter, please contact Tulare District Staff at (559) 447-3300 or by
email at dwpdist24@waterboards.ca.gov.

Engineer, Tulare District
SOUTHERN CALIFORNIA BRANCH
DRINKING WATER FIELD OPERATIONS

Certified Mail No.: 7016 3010 0000 0446 2925

cc: Tulare County Environmental Health Department
Mr. Shane Headrick, Chief Operator (same address)

03_24_17C_047_5410020_MB
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STATE OF CALIFORNIA
STATE WATER RESOURCES CONTROL BOARD

DIVISION OF DRINKING WATER

Name of Public Water System: City of Woodlake

Water System No: 5410020

Attention: Mr. Ramon Lara
350 N Valencia

Woodlake, CA 93286

Issued: August 22, 2017

CITATION FOR NONCOMPLIANCE
TOTAL COLIFORM MAXIMUM CONTAMINANT LEVEL VIOLATION
CALIFORNIA CODE OF REGULATIONS, TITLE 22, SECTION 64426.1

July 2017

The California Health and Safety Code (hereinafter “CHSC"), Section 116650
authorizes the State Water Resources Control Board (hereinafter “State Board”) to
issue a citation to a public water system when the State Board determines that the
public water system has violated or is violating the California Safe Drinking Water Act
(hereinafter “California SDWA”), (CHSC, Division 104, Part 12, Chapter 4, commencing
with Section 116270), or any regulation, standard, permit, or order issued or adopted

thereunder.
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Citation No. 03-24-17C-047

The State Board, acting by and through its Division of Drinking Water (hereinafter
“Division”) and the Deputy Director for the Division, hereby issues this citation pursuant
to Section 116650 of the CHSC to the City of Woodlake (hereinafter “Water System”)
for violation of CHSC, Section 116555(a)(1) and California Code of Regulations

(hereinafter “CCR”"), Title 22, Section 64426.1.

A copy of the applicable statutes and regulations are included in Appendix 1, which is

attached hereto and incorporated by reference.

STATEMENT OF FACTS
The Water System is classified as a community water system with a population of
7,950, serving 1,799 service connections. The Division received laboratory results for
nineteen bacteriological samples collected during July 2017 from the Water System. All
samples were analyzed for the presence of total coliform bacteria. Two of the nineteen

samples analyzed were positive for total coliform bacteria.

DETERMINATION
CCR, Title 22, Section 64426.1, Total Coliform Maximum Contaminant Level (MCL)
states that a public water system is in violation of the total coliform MCL if it collects
fewer than 40 bacteriological samples per month and if more than one sample collected

during any month is total coliform-positive.

The Water System took fewer than 40 bacteriological samples during July 2017. The
results of two routine samples were total coliform positive. Therefore, the Division has
determined that the Water System violated CCR, Title 22, Section 64426.1 during July

2017.
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DIRECTIVES

The Water System is hereby directed to take the following actions:

1. Comply with CCR, Title 22, Section 64426.1, in all future monitoring periods.

2. On or before September 15, 2017, notify all persons served by the Water
System of the violation of Section 64426.1, in conformance with CCR, Title 22,
Sections 64463.4(b)&(c) and 64465. Copies of Sections 64463.4 and 64465 are
included in Appendix 1. Appendix 2: Notification Template shall be used to fulfill

this directive, unless otherwise approved by the Division.

3. Complete Appendix 3: Compliance Certification Form. Submit it together with a

copy of the public notification to the Division on or before September 22, 2017.

4, Submit the information required by CCR, Title 22, Section 64426(b)(2) on or
before September 22, 2017. Appendix 4. Positive Total Coliform Investigation

may be used to fulfill this Directive.

5. The Water System shall include this violation in the 2017 Consumer Confidence

Report in accordance with CCR, Title 22, Section 64481(g)(1).

All submittals required by this Citation shall be electronically submitted to the Division at
the following address. The subject line for all electronic submittals corresponding to

this citation shall include the following information: Water System name and number,

citation number and title of the document being submitted.

Chad Fischer, P.E.

dwpdist24@waterboards.ca.gov
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The State Board reserves the right to make such modifications to this Citation as it may
deem necessary to protect public health and safety. Such modifications may be issued

as amendments to this Citation and shall be effective upon issuance.

Nothing in this Citation relieves the Water System of its obligation to meet the
requirements of the California SDWA (CHSC, Division 104, Part 12, Chapter 4,
commencing with Section 116270), or any regulation, standard, permit or order issued

or adopted thereunder.

PARTIES BOUND
This Citation shall apply to and be binding upon the Water System, its owners,
shareholders, officers, directors, agents, employees, contractors, successors, and

assignees.

SEVERABILITY
The directives of this Citation are severable, and the Water System shall comply with

each and every provision thereof notwithstanding the effectiveness of any provision.

FURTHER ENFORCEMENT ACTION
The California SDWA authorizes the State Board to: issue a citation with assessment of
administrative penalties to a public water system for violation or continued violation of
the requirements of the California SDWA or any regulation, permit, standard, citation, or
order issued or adopted thereunder including, but not limited to, failure to correct a
violation identified in a citation or compliance order. The California SDWA also
authorizes the State Board to take action to suspend or revoke a permit that has been
issued to a public water system if the public water system has violated applicable law or

regulations or has failed to comply with an order of the State Board, and to petition the
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Citation No. 03-24-17C-047

superior court to take various enforcement measures against a public water system that
has failed to comply with an order of the State Board. The State Board does not waive

any further enforcement action by issuance of this Citation.

\ ¥

Chad Fischer, P.E. \e Date
Senior Sanitary Engineer, Tulare District

SOUTHERN CALIFORNIA BRANCH
DRINKING WATER FIELD OPERATIONS

Appendiées (4):

i1 Applicable Statutes and Regulations
2. Notification Template

3. Compliance Certification Form

4. Positive Total Coliform Investigation

Certified Mail No.: 7016 3010 0000 0446 2925




APPENDIX 1. APPLICABLE STATUTES AND REGULATIONS FOR
CITATION NO. 03-24-17C-047

NOTE: The following language is provided for the convenience of the recipient, and cannot be relied upon
as the State of California’s representation of the law. The published codes are the only official
representation of the law. Regulations related to drinking water are in Titles 22 and 17 of the California
Code of Regulations. Statutes related to drinking water are in the Health & Safety Code, the Water Code,
and other codes.

California Health and Safety Code (CHSC):

Section 116271 states in relevant part:

(a) The State Water Resources Control Board succeeds to and is vested with all of the authority, duties, powers,

purposes, functions, responsibilities, and jurisdiction of the State Department of Public Health, its predecessors, and

its director for purposes of all of the following:
(1) The Environmental Laboratory Accreditation Act (Article 3 (commencing with Section 100825) of Chapter
4 of Part 1 of Division 101).
(2) Article 3 (commencing with Section 106875) of Chapter 4 of Part 1.
(3) Article 1 (commencing with Section 115825) of Chapter 5 of Part 10.
(4) This chapter and the Safe Drinking Water State Revolving Fund Law of 1997 (Chapter 4.5 (commencing
with Section 116760)).
(5) Article 2 (commencing with Section 116800), Article 3 (commencing with Section 116825), and Article 4
(commencing with Section 116875) of Chapter 5.
(6) Chapter 7 (commencing with Section 116975).
(7) The Safe Drinking Water, Water Quality and Supply, Flood Control, River and Coastal Protection Bond
Act of 2006 (Division 43 (commencing with Section 75001) of the Public Resources Code).
(8) The Water Recycling Law (Chapter 7 (commencing with Section 13500) of Division 7 of the Water Code).
(9) Chapter 7.3 (commencing with Section 13560) of Division 7 of the Water Code.
(10) The California Safe Drinking Water Bond Law of 1976 (Chapter 10.5 (commencing with Section 13850)
of Division 7 of the Water Code).
(11) Wholesale Regional Water System Security and Reliability Act (Division 20.5 (commencing with Section
73500) of the Water Code).
(12) Water Security, Clean Drinking Water, Coastal and Beach Protection Act of 2002 (Division 26.5
(commencing with Section 79500) of the Water Code).

(b) The State Water Resources Control Board shall maintain a drinking water program and carry out the duties,

responsibilities, and functions described in this section. Statutory reference to "department,” “state department,” or

“director” regarding a function transferred to the State Water Resources Control Board shall refer to the State Water

Resources Control Board. This section does not impair the authority of a local health officer to enforce this chapter or

a county’s election not to enforce this chapter, as provided in Section 116500...

(k) (1) The State Water Resources Control Board shall appoint a deputy director who reports to the executive
director to oversee the issuance and enforcement of public water system permits and other duties as
appropriate. The deputy director shall have public health expertise.

(2) The deputy director is delegated the State Water Resources Control Board's authority to provide notice,
approve notice content, approve emergency notification plans, and take other action pursuant to Article 5
(commencing with Section 116450), to issue, renew, reissue, revise, amend, or deny any public water
system permits pursuant to Article 7 (commencing with Section 116525), to suspend or revoke any public
water system permit pursuant to Article 8 (commencing with Section 116625), and to issue citations, assess
penalties, or issue orders pursuant to Article 9 (commencing with Section 116650). Decisions and actions of
the deputy director taken pursuant to Article 5 (commencing with Section 116450) or Article 7 (commencing
with Section 116525) are deemed decisions and actions taken, but are not subject to reconsideration, by the
State Water Resources Control Board. Decisions and actions of the deputy director taken pursuant to Article
8 (commencing with Section 116625) and Article 9 (commencing with Section 116650) are deemed
decisions and actions taken by the State Water Resources Control Board, but any aggrieved person may
petition the State Water Resources Control Board for reconsideration of the decision or action. This
subdivision is not a limitation on the State Water Resources Control Board's authority to delegate any other
powers and duties.

Section 116555 states in relevant part:

(a) Any person who owns a public water system shall ensure that the system does all of the following:
(1) Complies with primary and secondary drinking water standards.
(2) Will not be subject to backflow under normal operating conditions.
(3) Provides a reliable and adequate supply of pure, wholesome, healthful, and potable water.
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Section 116650 states in relevant part:

(a) If the state board determines that a public water system is in violation of this chapter or any regulation, permit,
standard, citation, or order issued or adopted thereunder, the state board may issue a citation to the public water
system. The citation shall be served upon the public water system personally or by certified mail. Service shall be
deemed effective as of the date of personal service or the date of receipt of the certified mail. If a person to whom a
citation is directed refuses to accept delivery of the certified mail, the date of service shall be deemed to be the date
of mailing.

(b) Each citation shall be in writing and shall describe the nature of the violation or violations, including a reference to
the statutory provision, standard, order, citation, permit, or regulation alleged to have been violated.

(c) A citation may specify a date for elimination or correction of the condition constituting the violation.

(d) A citation may include the assessment of a penalty as specified in subdivision (e).

(e) The state board may assess a penalty in an amount not to exceed one thousand dollars ($1,000) per day for each
day that a violation occurred, and for each day that a violation continues to occur. A separate penalty may be
assessed for each violation and shall be in addition to any liability or penalty imposed under any other law.

California Code of Requlations, Title 22 (CCR):

Section 64421 (General Requirements) states:
(a) Each water supplier shall:
(1) Develop a routine sample siting plan as required in section 64422,
(2) Collect routine, repeat and replacement samples as required in Sections 64423, 64424, and 64425,
(3) Have all samples analyzed by laboratories approved to perform those analyses by the State Board and
report results as required in section 64423.1;
(4) Notify the State Board when there is an increase in coliform bacteria in bacteriological samples as
required in section 64426; and
(5) Comply with the Maximum Contaminant Level as required in section 64426.1.
(b) Water suppliers shall perform additional bacteriological monitoring as follows:
(1) After construction or repair of wells;
(2) After main installation or repair;
(3) After construction, repair, or maintenance of storage facilities; and
(4) After any system pressure loss to less than five psi. Samples collected shall represent the water quality
in the affected portions of the system.

Section 64422 (Routine Sample Siting Plan) states:
(a) By September 1, 1992, each water supplier shall develop and submit to the State Board a siting plan for the
routine collection of samples for total coliform analysis, subject to the following:
(1) The sample sites chosen shall be representative of water throughout the distribution system including all
pressure zones, and areas supplied by each water source and distribution reservoir.
(2) The water supplier may rotate sampling among the sample sites if the total number of sites needed to
comply with (a)(1) above exceeds the number of samples required according to Table 64423-A. The rotation
plan shall be described in the sample siting plan.
(b) If personnel other than certified operators will be performing field tests and/or collecting samples, the sample
siting plan shall include a declaration that such personnel have been trained, pursuant to §64415 (b).
(c) The supplier shall submit an updated plan to the State Board at least once every ten years and at any time the
plan no longer ensures representative monitoring of the system.

Section 64423 (Routine Sampling) states:

(a) Each water supplier shall collect routine bacteriological water samples as follows:
(1) The minimum number of samples for community water systems shall be based on the known population
served or the total number of service connections, whichever results in the greater number of samples, as
shown in Table 64423-A. A community water system using groundwater which serves 25-1000 persons may
request from the State Board a reduction in monitoring frequency. The minimum reduced frequency shall not
be less than one sample per quarter.
(2) The minimum number of samples for nontransient-noncommunity water systems shall be based on the
known population served as shown in Table 64423-A during those months when the system is operating. A
nontransient-noncommunity water system using groundwater which serves 25-1000 persons may request
from the State Board a reduction in monitoring frequency if it has not violated the requirements in this article
during the past twelve months. The minimum reduced frequency shall not be less than one sample per
quarter.
(3) The minimum number of samples for transient-noncommunity water systems using groundwater and
serving 1000 or fewer persons a month shall be one in each calendar quarter during which the system
provides water to the public.
(4) The minimum number of samples for transient-noncommunity water systems using groundwater and
serving more than 1000 persons during any month shall be based on the known population served as shown
in Table 64423-A, except that the water supplier may request from the State Board a reduction in monitoring

2
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for any month the system serves 1000 persons or fewer. The minimum reduced frequency shall not be less

than one sample in each calendar quarter during which the system provides water to the public.

(5) The minimum number of samples for transient-noncommunity water systems using approved surface

water shall be based on the population served as shown in Table 64423-A. A system using groundwater

under the direct influence of surface water shall begin monitoring at this frequency by the end of the sixth

month after the State Board has designated the source to be approved surface water.

(6) A public water system shall collect samples at regular time intervals throughout the month, except that a

system using groundwater which serves 4,900 persons or fewer may collect all required samples on a single

day if they are taken from different sites.
(b) In addition to the minimum sampling requirements, all water suppliers using approved surface water which do not
practice treatment in compliance with Sections 64650 through 64666, shall collect a minimum of one sample before
or at the first service connection each day during which the turbidity level of the water delivered to the system
exceeds 1 NTU. The sample shall be collected within 24 hours of the exceedance and shall be analyzed for total
coliforms. If the water supplier is unable to collect and/or analyze the sample within the 24-hour time period because
of extenuating circumstances beyond its control, the supplier shall notify the State Board within the 24-hour time
period and may request an extension. Sample results shall be included in determining compliance with the MCL for
total coliforms in Section 64426.1.
(c) If any routine, repeat, or replacement sample is total coliform-positive, then the water supplier shall collect repeat
samples in accordance with Section 64424 and comply with the reporting requirements specified in Sections 64426
and 64426.1.

Table 64423-A
Minimum Number of Routine Total Coliform Samples

Monthly Population Served Service Connections Minimum Number of Samples
25 to 1000 15 to 400 1 per month
1,001 to 2,500 401 to 890 2 per month
2,501 to 3,300 891 to 1,180 3 per month
3,301 t0 4,100 1,181 to 1,460 4 per month
4,101 to 4,900 1,461 to 1,750 5 per month
4 901 to 5,800 1,751 to 2,100 6 per month
5,801 to 6,700 2,101 to 2,400 7 per month
6,701 to 7,600 2,401 to 2,700 2 per week
7,601 to 12,900 2,701 to 4,600 3 per week
12,901 to 17,200 4,601 to 6,100 4 per week
17,201 to 21,500 6,101 t0 7,700 5 per week
21,501 to 25,000 7,701 to 8,900 6 per week
25,001 to 33,000 8,901 to 11,800 8 per week
33,001 to 41,000 11,801 to 14,600 10 per week
41,001 to 50,000 14,601 to 17,900 12 per week
50,001 to 59,000 17,901 to 21,100 15 per week
59,001 to 70,000 21,101 to 25,000 18 per week
70,001 to 83,000 25,001 to 29,600 20 per week
83,001 to 96,000 29,601 to 34,300 23 per week
96,001 to 130,000 34,301 to 46,400 25 per week
130,001 t0 220,000 46,401 to 78,600 30 per week
220,001 to 320,000 78,601 to 114,300 38 per week
320,001 to 450,000 114,301 to 160,700 50 per week
450,001 to 600,000 160,701 to 214,300 55 per week
600,001 to 780,000 214,301 to 278,600 60 per week
780,001 to 970,000 278,601 to 346,400 70 per week
970,001 to 1,230,000 346,401 to 439,300 75 per week
1,230,001 to 1,520,000 439,301 to 542,900 85 per week
1,520,001 to 1,850,000 542 901 to 660,700 90 per week
1,850,001 to 2,270,000 660,701 to 810,700 98 per week
2,270,001 to 3,020,000 810,701 to 1,078,600 105 per week
3,020,001 to 3,960,000 1,078,601 to 1,414,300 110 per week
3,960,001 or more 1,414,301 or more 120 per week

Section 64423.1 (Sample Analysis and Reporting of Results) states:

(a) The water supplier shall designate (label) each sample as routine, repeat, replacement, or “other” pursuant to
Section 64421(b), and have each sample analyzed for total coliforms. The supplier also shall require the laboratory to
analyze the same sample for fecal coliforms or Escherichia coli (E. coli) whenever the presence of total coliforms is
indicated. As a minimum, the analytical results shall be reported in terms of the presence or absence of total or fecal
coliforms, or E. coli in the sample, whichever is appropriate.
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(b) The water supplier shall require the laboratory to notify the supplier within 24 hours, whenever the presence of
total coliforms, fecal coliforms or E. coli is demonstrated in a sample or a sample is invalidated due to interference
problems, pursuant to Section 64425(b), and shall ensure that a contact person is available to receive these
analytical results 24-hours a day. The water supplier shall also require the laboratory to immediately notify the State
Board of any positive bacteriological results if the laboratory cannot make direct contact with the designated contact
person within 24 hours.
(c) Analytical results of all required samples collected for a system in a calendar month shall be reported to the State
Board not later than the tenth day of the following month, as follows:
(1) The water supplier shall submit a monthly summary of the bacteriological monitoring results to the State
Board.
(2) For systems serving fewer than 10,000 service connections or 33,000 persons, the water supplier shall
require the laboratory to submit copies of all required bacteriological monitoring results directly to the State
Board.
(3) For systems serving more than 10,000 service connections, or 33,000 persons, the water supplier shall
require the laboratory to submit copies of bacteriological monitoring results for all positive routine samples
and all repeat samples directly to the State Board.
(d) Laboratory reports shall be retained by the water supplier for a period of at least five years and shall be made
available to the State Board upon request.

Section 64424 (Repeat Sampling) states in relevant part:
(a) If a routine sample is total coliform-positive, the water supplier shall collect a repeat sample set as described in
paragraph (1) within 24 hours of being notified of the positive result. The repeat samples shall all be collected within
the same 24 hour time period. A single service connection system may request that the State Board allow the
collection of the repeat sample set over a four-day period.
(1) For a water supplier that normally collects more than one routine sample a month, a repeat sample set
shall be at least three samples for each total coliform-positive sample. For a water supplier that normally
collects one or fewer samples per month, a repeat sample set shall be at least four samples for each total
coliform-positive sample.
(2) If the water supplier is unable to collect the samples within the 24-hour time period specified in
subsection (a) or deliver the samples to the laboratory within 24 hours after collection because of
circumstances beyond its control, the water supplier shall notify the State Board within 24 hours. The State
Board will then determine how much time the supplier will have to collect the repeat samples.
(b) When collecting the repeat sample set, the water supplier shall collect at least one repeat sample from the
sampling tap where the original total coliform-positive sample was taken. Other repeat samples shall be collected
within five service connections upstream or downstream of the original site. At least one sample shall be from
upstream and one from downstream unless there is no upstream and/or downstream service connection.
(c) If one or more samples in the repeat sample set is total coliform-positive, the water supplier shall collect and have
analyzed an additional set of repeat samples as specified in subsections (a) and (b). The supplier shall repeat this
process until either no coliforms are detected in one complete repeat sample set or the supplier determines that the
MCL for total coliforms specified in Section 64426.1 has been exceeded and notifies the State Board.
(d) If a public water system for which fewer than five routine samples/month are collected has one or more total
coliform-positive samples, the water supplier shall collect at least five routine samples the following month. If the
supplier stops supplying water during the month after the total coliform-positive(s), at least five samples shall be
collected during the first month the system resumes operation. A water supplier may request the State Board waive
the requirement to collect at least five routine samples the following month, but a waiver will not be granted solely on
the basis that all repeat samples are total coliform-negative. To request a waiver, one of the following conditions shall
be met:
(1) The State Board conducts a site visit before the end of the next month the system provides water to the
public to determine whether additional monitoring and/or corrective action is necessary to protect public
health.
(2) The State Board determines why the sample was total coliform-positive and establishes that the system
has corrected the problem or will correct the problem before the end of the next month the system serves
water to the public. If a waiver is granted, a system shall collect at least one routine sample before the end
of the next month it serves water to the public and use it to determine compliance with Section 64426.1.

Section 64425 (Sample Invalidation) states:

(a) A water supplier may request the Department to invalidate a sample for which a total coliform-positive result has

been reported if the supplier demonstrates:
(1) All repeat sample(s) collected at the same tap as the original total coliform-positive sample also are total
coliform- positive and all repeat samples collected within five service connections of the original tap are not
total coliform-positive; or
(2) The laboratory did not follow the prescribed analytical methods pursuant to §64415(a), based on a
review of laboratory documentation by the Department. The supplier shall submit to the Department a
written request for invalidation along with the laboratory documentation, the supplier's sample collection
records and any observations noted during sample collection and delivery. The water supplier shall require
the laboratory to provide the supplier with documentation which shall include, but not be limited to:

4
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(A) A letter from the director of the laboratory having generated the data, confirming the invalidation

request by reason of laboratory accident or error;

(B) Complete sample identification, laboratory sample log number (if used), date and time of

collection, date and time of receipt by the laboratory, date and time of analysis for the sample(s) in

question;

(C) Complete description of the accident or error alleged to have invalidated the result(s);

(D) Copies of all analytical, operating, and quality assurance records pertaining to the incident in

question; and

(E) Any observations noted by labaratory personnel when receiving and analyzing the sample(s) in

question.
(b) Whenever any total coliform sample result indicative of the absence of total coliforms has been declared invalid by
the laboratory due to interference problems as specified at 40 Code Federal Regulations, Section 141.2100(c)(2), the
supplier shall collect a replacement sample from the same location as the original sample within 24 hours of being
notified of the interference problem, and have it analyzed for the presence of total coliforms. The supplier shall
continue to re-sample at the original site within 24 hours and have the samples analyzed until a valid result is
obtained.

Section 64426 (Significant Rise in Bacterial Count) states in relevant part:
(a) Any of the following criteria shall indicate a possible significant rise in bacterial count:
(1) A system collecting at least 40 samples per month has a total coliform-positive routine sample followed
by two total coliform-positive repeat samples in the repeat sample set;
(2) A system has a sample which is positive for fecal coliform or E. coli; or
(3) A system fails the total coliform Maximum Contaminant Level (MCL) as defined in Section 64426.1.
(b) When the coliform levels specified in subsection (a) are reached or exceeded, the water supplier shall:
(1) Contact the State Board by the end of the day on which the system is notified of the test result or the
system determines that it has exceeded the MCL, unless the notification or determination occurs after the
State Board office is closed, in which case the supplier shall notify the State Board within 24 hours; and
(2) Submit to the State Board information on the current status of physical works and operating procedures
which may have caused the elevated bacteriological findings, or any information on community illness
suspected of being waterborne. This shall include, but not be limited to:
(A) Current operating procedures that are or could potentially be related to the increase in bacterial
count;
(B) Any interruptions in the treatment process;
(C) System pressure loss to less than 5 psi;
(D) Vandalism and/or unauthorized access to facilities;
(E) Physical evidence indicating bacteriological contamination of facilities;
(F) Analytical results of any additional samples collected, including source samples;
(G) Community illness suspected of being waterborne; and
(H) Records of the investigation and any action taken.

Section 64426.1 (Total Coliform Maximum Contaminant Level (MCL)) states in relevant part:
(b) A public water system is in violation of the total coliform MCL when any of the following occurs:
(1) For a public water system which collects at least 40 samples per month, more than 5.0 percent of the
samples collected during any month are total coliform-positive; or
(2) For a public water system which collects fewer than 40 samples per month, more than one sample
collected during any month is total coliform-positive; or
(3) Any repeat sample is fecal coliform-positive or E. coli-positive; or
(4) Any repeat sample following a fecal coliform-positive or E. coli-positive routine sample is total coliform-
positive.
(c) If a public water system is not in compliance with paragraphs (b)(1) through (4), during any month in which it
supplies water to the public, the water supplier shall notify the State Board by the end of the business day on which
this is determined, unless the determination occurs after the State Board office is closed, in which case the supplier
shall notify the State Board within 24 hours of the determination. The water supplier shall also notify the consumers
served by the water system. A Tier 2 Public Notice shall be given for violations of paragraph (b)(1) or (2), pursuant to
section 64463.4. A Tier 1 Public Notice shall be given for violations of paragraph (b)(3) or (4), pursuant to section
64463.1.

Section 64463.1 (Tier 1 Public Notice) states in relevant part:
(a) A water system shall give public notice pursuant to this section and section 64465 if any of the following occurs:
(1) Violation of the total coliform MCL when:
(A) Fecal coliform or E. coli are present in the distribution system; or
(B) When any repeat sample tests positive for coliform and the water system fails to test for fecal
coliforms or E. coli in the repeat sample;...
(b) As soon as possible within 24 hours after learning of any of the violations in subsection (a) or being notified by the
State Board that it has determined there is a potential for adverse effects on human health [pursuant to paragraph
(a)(4), (5), or (6)], the water system shall;
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(1) Give public notice pursuant to this section;

(2) Initiate consultation with the State Board within the same timeframe; and

(3) Comply with any additional public notice requirements that are determined by the consultation to be

necessary to protect public health.
(c) A water system shall deliver the public notice in a manner designed to reach residential, transient, and
nontransient users of the water system and shall use, as a minimum, one of the following forms:

(1) Radio or television;

(2) Posting in conspicuous locations throughout the area served by the water system;

(3) Hand delivery to persons served by the water system; or

(4) Other method approved by the State Board, based on the method's ability to inform water system users.

Section 64463.4 (Tier 2 Public Notice) states:
(a) A water system shall give public notice pursuant to this section if any of the following occurs:
(1) Any violation of the MCL, MRDL, and treatment technique requirements, except:
(A) Where a Tier 1 public notice is required under section 64463.1; or
(B) Where the State Board determines that a Tier 1 public notice is required, based on potential
health impacts and persistence of the violations;
(2) All violations of the monitoring and testing procedure requirements in sections 64421 through 64426.1,
article 3 (Primary Standards — Bacteriological Quality), for which the State Board determines that a Tier 2
rather than a Tier 3 public notice is required, based on potential health impacts and persistence of the
violations;
(3) Other violations of the monitoring and testing procedure requirements in this chapter, and chapters 15.5,
17 and 17.5, for which the State Board determines that a Tier 2 rather than a Tier 3 public notice is required,
based on potential health impacts and persistence of the violations; or
(4) Failure to comply with the terms and conditions of any variance or exemption in place.
(b) A water system shall give the notice as soon as possible within 30 days after it learns of a violation or occurrence
specified in subsection (a), except that the water system may request an extension of up to 60 days for providing the
notice. This extension would be subject to the State Board's written approval based on the violation or occurrence
having been resolved and the State Board’s determination that public health and welfare would in no way be
adversely affected. In addition, the water system shall:
(1) Maintain posted notices in place for as long as the violation or occurrence continues, but in no case less
than seven days;
(2) Repeat the notice every three months as long as the violation or occurrence continues. Subject to the
State Board’s written approval based on its determination that public health would in no way be adversely
affected, the water system may be allowed to notice less frequently but in no case less than once per year.
No allowance for reduced frequency of notice shall be given in the case of a total coliferm MCL violation or
violation of a Chapter 17 treatment technique requirement; and
(3) For turbidity violations pursuant to sections 64652.5(c)(2) and 64653(c), (d) and (f), as applicable, a
water system shall consult with the State Board as soon as possible within 24 hours after the water system
learns of the violation to determine whether a Tier 1 public notice is required. If consultation does not take
place within 24 hours, the water system shall give Tier 1 public notice within 48 hours after learning of the
violation.
(c) A water system shall deliver the notice, in a manner designed to reach persons served, within the required time
period as follows:
(1) Unless otherwise directed by the State Board in writing based on its assessment of the violation or
occurrence and the potential for adverse effects on public health and welfare, community water systems
shall give public notice by;
(A) Mail or direct delivery to each customer receiving a bill including those that provide their
drinking water to others (e.g., schools or school systems, apartment building owners, or large
private employers), and other service connections to which water is delivered by the water system;
and
(B) Use of one or more of the following methods to reach persons not likely to be reached by a
mailing or direct delivery (renters, university students, nursing home patients, prison inmates, etc.):
1. Publication in a local newspaper;
2. Posting in conspicuous public places served by the water system, or on the Internet; or
3. Delivery to community organizations.
(2) Unless otherwise directed by the State Board in writing based on its assessment of the violation or
occurrence and the potential for adverse effects on public health and welfare, noncommunity water systems
shall give the public notice by:
(A) Posting in conspicuous locations throughout the area served by the water system; and
(B) Using one or more of the following methods to reach persons not likely to be reached by a
public posting:
1. Publication in a local newspaper or newsletter distributed to customers;
2. E-mail message to employees or students;
3. Posting on the Internet or intranet; or
4. Direct delivery to each customer.

6
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Section 64465 (Public Notice Content and Format) states in relevant part:
(a) Each public notice given pursuant to this article, except Tier 3 public notices for variances and exemptions
pursuant to subsection (b), shall contain the following:

(1) A description of the violation or occurrence, including the contaminant(s) of concern, and (as applicable)
the contaminant level(s);

(2) The date(s) of the violation or occurrence;

(3) Any potential adverse health effects from the violation or occurrence, including the appropriate standard
health effects language from appendices 64465-A through G;

(4) The population at risk, including subpopulations particularly vulnerable if exposed to the contaminant in
drinking water; .

(5) Whether alternative water supplies should be used,;

(6) What actions consumers should take, including when they should seek medical help, if known;

(7) What the water system is doing to correct the violation or occurrence;,

(8) When the water system expects to return to compliance or resolve the occurrence;

(9) The name, business address, and phone number of the water system owner, operator, or designee of
the water system as a source of additional information concerning the public notice;

(10) A statement to encourage the public notice recipient to distribute the public notice to other persons
served, using the following standard language: —Please share this information with all the other people who
drink this water, especially those who may not have received this public notice directly (for example, people
in apartments, nursing homes, schools, and businesses). You can do this by posting this public notice in a
public place or distributing copies by hand or mail; and

(11) For a water system with a monitoring and testing procedure violation, this language shall be included:
“We are required to monitor your drinking water for specific contaminants on a regular basis. Results of
regular monitoring are an indicator of whether or not your drinking water meets health standards. During
[compliance period dates], we ['did not monitor or test’ or ‘did not complete all monitoring or testing'] for
[contaminant(s)], and therefore, cannot he sure of the quality of your drinking water during that time.” ...

(c) A public water system providing notice pursuant to this article shall comply with the following multilingual-related
requirements:

(2) For a Tier 2 or Tier 3 public notice:
(A) The notice shall contain information in Spanish regarding the importance of the notice, or
contain a telephone number or address where Spanish-speaking residents may contact the public
water system to obtain a translated copy of the notice or assistance in Spanish; and
(B) When a non-English speaking group other than Spanish-speaking exceeds 1,000 residents or
10 percent of the residents served by the public water system, the notice shall include:

1. Information in the appropriate language(s) regarding the importance of the notice; or

2. A telephone number or address where such residents may contact the public water
system to obtain a translated copy of the notice or assistance in the appropriate language;
and

(3) For a public water system subject to the Dymally-Alatorre Bilingual Services Act, Chapter 17.5, Division
7, of the Government Code (commencing with section 7290), meeting the requirements of this Article may
not ensure compliance with the Dymally-Alatorre Bilingual Services Act.

(d) Each public notice given pursuant to this article shall:
(1) Be displayed such that it catches people’s attention when printed or posted and be formatted in such a
way that the message in the public notice can be understood at the eighth-grade level,
(2) Not contain technical language beyond an eighth-grade level or print smaller than 12 point; and
(3) Not contain language that minimizes or contradicts the information being given in the public notice.

Appendix 64465-A. Health Effects Language - Microbiological Contaminants.

Contaminant

Health Effects Language

Taotal Coliform

Coliforms are bacteria that are naturally present in the environment and are used as an
indicator that other, potentially-harmful, bacteria may be present. Coliforms were found in
more samples than allowed and this was a warning of potential problems.

Fecal Fecal coliforms and E. coli are bacteria whose presence indicates that the water may be

coliform/E. contaminated with human or animal wastes. Microbes in these wastes can cause short-

coli term effects, such as diarrhea, cramps, nausea, headaches, or other symptoms. They
may pose a special health risk for infants, young children, some of the elderly, and
people with severely compromised immune systems.

Turbidity Turbidity has no health effects. However, high levels of turbidity can interfere with

disinfection and provide a medium for microbial growth. Turbidity may indicate the
presence of disease-causing organisms. These organisms include bacteria, viruses, and
parasites that can cause symptoms such as nausea, cramps, diarrhea, and associated
headaches.
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Section 64469 (Reporting Requirements) states in relevant part:

(d) Within 10 days of giving initial or repeat public notice pursuant to Article 18 of this Chapter, except for notice
given under section 64463.7(d), each water system shall submit a certification to the State Board that it has done
so, along with a representative copy of each type of public notice given.

Section 64481 (Content of the Consumer Confidence Report) states in relevant part:
(g) For the year covered by the report, the Consumer Confidence Report shall note any violations of paragraphs (1)
through (7) and give related information, including any potential adverse health effects, and the steps the system has
taken to correct the violation.

(1) Monitoring and reporting of compliance data.
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APPENDIX 2. NOTIFICATION TEMPLATE

IMPORTANT INFORMATION ABOUT YOUR DRINKING WATER

Este informe contiene informacion muy importante sobre su agua potable.
Por favor hable con alguien que lo pueda tradticir.

City of Woodlake Had Levels of Coliform Bacteria
Above the Drinking Water Standard

Our water system recently violated a drinking water standard. Although this is not an
emergency, as our customers, you have a right to know what you should do, what
happened, and what we did to correct this situation.

We routinely monitor for drinking water contaminants. We took nineteen samples to test
for the presence of coliform bacteria during July 2017. Two of those samples showed
the presence of total coliform bacteria. The standard is that no more than one (1)
sample per month may test positive for coliform bacteria.

What should | do?
¢ You do not need to boil your water or take other corrective actions.

e This is not an emergency. If it had been, you would have been notified
immediately. Total coliform bacteria are generally not harmful themselves.
Coliforms are bacteria which are naturally present in the environment and are
used as an indicator that other, potentially-harmful, bacteria may be present.
Coliforms were found in more samples than allowed and this was a waming of
potential problems.

e Usually, coliforms are a sign that there could be a problem with the system’s
treatment or distribution system (pipes). Whenever we detect coliform bacteria in
any sample, we do follow-up testing to see if other bacteria of greater concern,
such as E. coli, are present. We did not find any of these bacteria in our
subsequent testing, and further testing shows that this problem has been
resolved.

What was done?

In instances like this, federal law requires that we conduct a Level 1 Assessment of our
water system immediately after learning of the violation to determine the source of
contamination. We are required to report to the State Board within 30 days of triggering
the assessment the actions we took to correct the deficiencies found and a schedule for
correcting other deficiencies not corrected within 30 days. The assessment will be
completed by September 22, 2017. All deficiencies identified in the assessment will be
corrected by [Deficiency Correction Date].
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For more information and a copy of the assessment, please contact [Name of Contact]
at [Phone Number] or [Mailing Address].

Please share this information with all the other people who drink this water, especially
those who may not have received this notice directly (for example, people in
apartments, nursing homes, schools, and businesses). You can do this by posting this
public notice in a public place or distributing copies by hand or mail.

Secondary Notification Requirements

Upon receipt of notification from a person operating a public water system, the following
notification must be given within 10 days [Health and Safety Code Section 116450(g)]:

¢ SCHOOLS: Must notify school employees, students, and parents (if the students
are minors).

e RESIDENTIAL RENTAL PROPERTY OWNERS OR MANAGERS (including
nursing homes and care facilities): Must notify tenants.

o BUSINESS PROPERTY OWNERS, MANAGERS, OR OPERATORS: Must
notify employees of businesses located on the property.

This notice is being sent to you by City of Woodlake.

State Water System ID: 5410020. Date distributed: [Public Notification Date]



APPENDIX 3. COMPLIANCE CERTIFICATION

Citation Number: 03-24-17C-047
Name of Water System: City of Woodlake

System Number: 5410020
Certification
| certify that the users of the water supplied by this water system were notified of the

bacteriological violation of California Code of Regulations, Title 22, Section 64426.1 for the

compliance period of July 2017 and the required actions listed below were completed.

Required Action Date Completed

(Citation Directive 2) Provide Public Notification (Appendix 2) by
September 15, 2017
Method(s) Used:

(Citation Directive 3) Return copy of Public Notice (Appendix 2) to the
Division by September 22, 2017.

(Citation Directive 4) Complete and Submit Positive Total Coliform
Investigation to the Division by September 22, 2017.

Signature of Water System Representative Date

Attach a copy of the public notice distributed to the water system’s customers
with a copy of the Positive Total Coliform Investigation.

THIS FORM MUST BE COMPLETED AND RETURNED TO THE STATE BOARD, DIVISION
OF DRINKING WATER, NO LATER THAN September 22, 2017

Disclosure: Be advised that the California Health and Safety Code, Sections 116725 and 116730 state
that any person who knowingly makes any false statement on any report or document submitted for the
purpose of compliance with the Safe Drinking Water Act may be liable for, respectively, a civil penalty not
to exceed five thousand dollars ($5,000) for each separate violation or, for continuing violations, for each
day that violation continues, or be punished by a fine of not more than $25,000 for each day of violation,
or by imprisonment in the county jail not to exceed one year, or by both the fine and imprisonment.



Hodal pue pappe sI JuejosjuIsip aiaym juiod yoes yoadsu| ¢

SUaym ‘saA 4
¢ pajeniul uoieullo|yo Aousbiswa sem ‘UOIIEULIO|YD aunnod apiaoid Jou op nof §| g

2 |enpisal aulojyd 9s0| WalsAs uonngrisip eyl pig o

¢ Buo| moy Joy ‘sak J| ¢paieniul uoneulo|ya Aousbiaws sepp ‘g

Z|ENpISal aulo[yd UlBJUIEW W2a}SAS UORNQUISIp aul pIg &

sainje 1uawdinba AUe i3y Sem JUSLW]BaI] UONEULIOJYO SNONURLU0D apiaoid nok | |

SLNINWNOD

(3nwN)
INV1d

[ETTN)
INVd

(InvN)
INV1d

(amwN)
INV1d

LINIINLVIHL

(equosaq) ¢synsal +93 10 +91 03 paIngliiuod aAey
1yBIW 18] 9¥EIUl BUY) JBBU IO paysialem au} Ul SjuaAs Aue usaq aiay) oAeH B

(e|qeoidde 1) @0inos Jejem e0BLINS 10j SPI0J8) MalAal pue 10adsu] g

uoneoo| siy} 1e 1s8] D1 1Se| 84} JO JInSaJ puE S1EP S} SPIACIH ™

¢ pazhjeue pue uaye] seidwes (D) WIoy|02 |B10} Jo1em Mel 81 Ualo moH |

&duwind jam siy1 seop (saweu) jueld Jusunesal; 1eym o |

£ SS900E paziioyineun juasald o) painoes pesy|am syl S| 'y

(siusLuWoD Ul SUOKD3UUOD ||B 2qLIDSap) ¢SUoIoaUUcD
$S0.0 2q pnod 18y} Buidid Jejem mel sy} 0) suoioauuod Aue alsy) aly B

ZPESU|[aM aU) Jeau Jajem Bulpue)s JO S0USpPIAS 21aU) S| )

Zpeay [|am spiemo) @dojs edepns punolb eyl seoq

s pablawgns peayjiam sy} wol) buidid Aue si 1o ud ul pa1eao| peay j||em s| -

¢ pausalos adid 1usA peayjem S|

)
P
Zwybiioiem [ess peayjam s| 0
q
e

suonoajuisip jo uiod woly weansdn dey sjdwes 1ejem mel s|

uodal pue sjosjep |eaisAud o) peay ||em yoes joadsu| |

(papaau ji sabed |euoiippe yoene)
SLNININOD

(aweu)
T1IM

(aweu)
T13M

(aweu)
T13IM

(aweu)
el

33dN0OS

STIV.13d NOILVYOILSIANI

‘8in|le4 TOIAl WIOH|0D |BI0] 1O (S)UIUuol

‘pee|dwog uonebisaau] aleqg

sasf|euy [eaibojoiqoloipy 1o} AloielogeT pauia)

JaumQ WaisAs

0O uey) jualayip 4 sejdwes D1 pajoa||00 1ey] uosiad

(HY0) abieyn s|gisuodsay ul Jojeiad(

JaguinpN suoyds|a |

[lewg R ssaJppy WaisAs

:odA | welshs -HAdINNN AISMd
BweN Anug

sweN

NOILVINHOZNI JAILVHLSININGY

JWIGS 5 O0qME T /18]eMBULULIP/ILIS3/I8]eM BUDULP/AOD BI GOIMS MMM/ A1l
1 9|ge|ieAe s| Adoo ojuoj08)e Uy "pPauipow 29 ABLU SJuSjuod au) pue palinbal jou S| asn
S]] "(9)9zZ#i9 uonoas ‘zz ol ‘suonenbay jo spoy eluioyen Aq pasnbal uonewlojul ayy Buipirold ul swielsAs Ja1em oljgnd 1SISSE 0] papualul Si WUoL SIY |

NOILVOILSIANI NHO4IT0D TVLOL FAILLISOd ¥ XIANIddV




o (Auuns pue
‘Apuim ‘Aurel) sjdwes aaljisod sy} Jo awl} 8yl 1B SUONIPUOD Jayieam syl a1am JeUM 01

élsenbal
uonewoul sy} ypm papiwgns ueld Buydwes sy} uo psjeubisep dej sidwes siyi s| ‘6

‘("01e ‘pawWel} JUBIOSJUISIP UM PagIEMS
‘I131em uel) uonoa)oo ajdwes Joy uoneledaid ul pajeal) sem del sy} moy aquassq ‘g

£ uonoa|0o aidwes o}
sjuswipadwl Jayjo Jo uoleieban aAIssa0xa Jo 22} de) ajdwes sy} punole eaie auyy s /2

¢ (swieisAs uonebiur Aeids Jo syueuiweuod Jayjo sbuiddolip
[Bwiue jo 23l)) Aup pue ues|o de} sjdwes ay} punole seale pue de} sjdwes ay1 s| ‘9

2Use|ds SAISS20X2 JNOUIM PaA3ILoE
ag ueo Moyl Jeulle| poob e alaym juiod ayy o paisnipe ag dey sidwes auy ued g

¢ Bunjoed Jo wais ay) punole syes| Jo 8al) ‘uolipuod poob ul dey sjdwes ayl S| 1

.(SUIsS) 10]eleE UB 10 (julsS Uayolly) W.e buims e aney ‘papealy dey ojdwies oy S| ¢

;alnsopua ue Aq pajosiold 1l SI IO UONEDO| JOLS)Xa ue ul pajeoo| dey eidwes ayl s| 'z

(seyoul) ¢ apelb anoge de} sjdwes ayj 10 1ybiay sy sI 1IBYAA |

(Aj10ads) a)s +03 10 +01
7 9|dwes wealnsumog S)s weansdn A)S aulnoy (sBuipuiy +93 40 +91 ||e 40§ 838]dwod) NOILYNTIVAT 3LIS I1dINYS
¢ JAUI0ISND 1811} 8y}
01 uoieoijdde jueloaluIsIp 10 ulod 83 WOJL SSINUILL Ul 8W 19BIUOD Ul S 1BUAA '
s uonesidde jo juiod
a4} Wol} Wealjsumop Ajajelipawllll painsealu [enpisal auliojyo aadj aul si 18UAA U
¢uonealdde jo juiod ayy
WO} Weansumop Ajielpswiwll painsesw [BNpISS] sullojyd [e103 au) s! 1eypn b
;amnuiwl Jad suojeb
Ul pappe S JUBlosuIsIp alaym ulod syl 18 18l MOJ} J81BMm MBI 3U3 SI IBUAA '}
¢ UONEo0| JUswWwiean siy}
12 pasn Buieg Apualind uon|os JueloajuIsip ay) jo (sAep) abe au} S| 1eUpp @
(a1njelayl| S JoinjoBNUBLW ‘PaINSESW (X3)
¢PauUILLIBIaP UONN[OS JO UOIBAUSIUO0D aL] SEM poLlaw jeym Ag p
(ID0OH se auuojy2 Lo |/6w o juaoiad)
¢ pay Buieq uonn|os JUBIBLUISIP BU} JO UOIIBIIUSOUOD 3Ul Sl 1BUAM O
&SINUILL/W Ul JUEJOSJUISIP JO 9)ed pes) auy) Sl JeUpA g
fueoaiuisip 6uipssy dwnd pas) JueloauIsIp B3 S| B
(InvN) | FWYN) | GWVYN) | (SNVN)
SIN3NINOD INY1d INV1d INVd INVId ININLYIHL

NOILVOILSIANI NHO4ITOD TVLO0L FAILISOd ¥ XIANIddV




™

G RENER)
-85040 Ajijuapl 0} suop wajishs ayj jo Aaains |eaisAyd 1se| syl sem S1ep JBUM UQ Z|

Zlualind saoinap uonuanaid mojpioeq Jo Bunss) pue malnal syl s| 'L

£J01BUIpJ00D Welbold |0Jiu0D uoioauuoD-ssol) JnoA Jo Jjaquinu suoyd @ aweu si JeUpn 0l

¢ welboid |011uoD UoIIDBUL0D-SSO0ID SADE UB 8ABY NOA 0 6

¢MaIA3J 1IN0 10} apiacid ued nok ainpaoolid Buiysnyy usplM e 218y} S|

8
ZPpaysnjy 1se| Wa)sAs uoNquUisip ey} Sem ajep Jeym uQ “/
s paliedal 1l sem Usym Hes| aUljuleLl e Sem alal} )| ‘9

{ER| =UljUIlEW B 9ABY
noA pip 1o NoA oQ ¢SHes| auljuiew Joj %0940 0} WajsAs uopnguisip JnoA yoadsul noA pig

[Te]

/lels @ouBUaUEW INOA JO [0JjU0D
1084Ip 9y] Jopun Jou waelsAs uonnguisip Jnok Jesu suoneAeoxs jo subis Aue alayl aiy ¥

‘sielap apiaoid ‘saf J| (F018 'suoIsusixs auljulew ‘syealq ulew
‘Buiysny} welpAy ‘sdey) ¢xoam 1se| eyl UIYIM U0 payJoMm USaq Wa)sAs uonnguisip ayi sey ‘¢

Jhoeq aanisod o) Joud 1sd g uey ss9| 03 dolp waisAs uonnquisip syl ut ainssald piq -

— |

JwaishAs uoinguisip ayi ul Buluieluiew aie noA ainssaid wnwiuiw sy} s 1eypA

SASNOJS3H INILSAS

INILSAS NOLLNGIY.LSId

¢, pajuswnoop
puE pa)osyD aJam /-|# Wa)l 21ep snoirald ay) Sem Jeym ‘+03 Jo +0 1 au} 0} Jolid "ZL

iPaleq yuel syl s| "L

;suojeb ul yue) ebelols syl Jo aWN|OA aUl SIIBUAA 0L

¢ Aepo} >ue)
abeuols ay) Bunixe Ja1em ay) Jo (8244/|B101) |BNPISSL SULIOIYD painseaw ayl Sl IBUA ‘6

Zsaul]
19)3n0 pue jajul ajeledas alay] ale 1o waisAs uonnNgulsip sy} Uuo Jeoj), yUel sy} seoq ‘g

S uoIsnul jo0l Se
yons ‘syosep Alejues Aue Ajauspl 0} pejoadsul usag yUE) aU} JO JOLIBIUI BU) SEH (g

‘BlIs el
wolj Aeme Jsjem a0eUNS 108.Ip 0} suoisiaold aiay) ale ‘paung Ajjeiued Jo paung }| e

$paung 1o punoib anoge yue) syl S| ‘9

¢ syes| Aue Jo 9311 pue pajess yUue)} 8y} JO JoA0D/J00] 8L S '

47018 'sayojey siojedipul
|oAS| JS]BM ‘SI00p SS300B SE Uons yue) ay) ul sbuiuado pejeasun Aue alay) aly v

£ Pau22I0s yuB) UoBa U0 MO[JaAD U} S| '€

PR IENE)
LoJj JIp PUE Jsnp jusAa.d 0] pauUIN}-UMOp PaUSaIos 3UE) YOS JO SJUSA e 81V 'Z

¢, SS300E paziioyineun juaaald 0] payoo| yUel yoes s| |

SLNIININOD

(awieu)
MNV.L

(aweu)
MNVL

(aweu)
MNVL

(aweu)
MNV.L

JOVHOL1S

NOILVOILSIANI NHOLITOD TVLOL JAILISOd ¥ XIANIddV




-41vd A71LIL JINVN

. 41377dINOD
ANV JLVHNOOV ‘INYL UV XIANIddV SIHL NI 3aNIVLNOD NOILVINYOINI ANV SLINIWILVLS FHL LVHL ‘AHINONI
379VNOSVIY 314V A3INHO4 431739 ANV NOILVINHOLNI NO a3svd ‘MY 40 ALTYNId ¥3ANN AdILY¥ID | NOILYOILILYID

CINTLSAS d3LVM DI19Nd FHL INOYd STTdINVS INHOLITOD TVLOL 3AILISOd 3HL 40 3SNVO IHL 39 OL IAIIT39 NOA Od
LVHM “TvSOdSIa ¥NOA LV NOILVINHOANI ¥3HLO ANV ANV NOILVOILSIANI ¥NOA 40 SLINSIY IHL NO aIsve :ANVININNS

‘uonoadsul

jse| @ouis (1s1] YOd) senianoe Buneuiwejuod Ajleiusiod Jo uononsuod [j[am o} sabueyo usag aaey aiay) il (dYSAQ) (S)iuswssasse Jajem s2inos pajepdn g
"SUOII08UU0I SSO1D pajdsjoldun ||e Jo Uoled0| 8y} saliiuap! eyl pauuodad ASAINS UORDBUUOD SSOID I1SE| 8U) J0 Ado)) v

"abiey) s|qisuodsay Ul JojeladO 8y} JO JaqINU S1E1ILISD PUB [SAS| UOIBOLILSD ‘SWEN "¢

pieog Ja1ep) aul Ag uonoadsul JSe| 24} 20UIS apeWl usaq aaey sabueyo pue

pajejas Ajoauip S| uoieulLBIUOD BY] JBY} MOYS pInom Asu) JI pspiwgns ag Aew walsAs ay} ul syue) abelols pue 'syue) ainssaid ‘||am sy Jo sydeibojoyd jo1es vy 'z
"Aij1oB) JuswWieal) Je)ema)sem au} SB UaNns SUOO3UU0D Snoplezey ||e Jo uoleao| syl

Buipnjoul wajsAs uonnquisip ay; jo 1noAe| [essusb pue sayis Bulidwes [eoiBojoigololw ‘syue} abelo)s ‘'suoneoo| Jusweal; ‘saaInos ||e Buimoys WwaisAs Jo Yyaleys ‘|

SNOILS3IND IA0GV FHL OL SISNOdSIY HLIM d3LLINGNS 39 AVIN LYHL NOILVINYOANI TVNOILIday

éMals
Buieg siswolsno Jnoge sjule|dwod paaieoal noA Ji ssau||l j0 swoydwAs ay) alam IBYA, 'S

¢Auew moH ¢aulogiaiem Buieq Jo pajoadsns ssau||l 518W0Isno AUE
Jo sjuieidwos Aue ani@oai noA pip ‘swiajqoud Ayjenb |eoiBojolsioeq Jaye uoos Jo Buung

o<

;obelols pajens|a Jo Jamod dnyoeq arey WalsAs ay] seoq

"peled0| alam sa|dwes +93 Jo +D1 alaym
eale 80IAl8s 8y} ul pallodal sunssald mo| 1o ‘sabeino Jaiem ‘syeaiq ulew Aue aisy) siep) 'z

¢,SBulpuly + D3 1o +0 @y 03 Joud
sep ¢ oy Buunp saiyjioe) Walshs Jajem pajoaye jey) sebeino jemod Aue atey) sisupp "L

asuodsay *SNOILVHIdO TVHINTD

¢ UCIE]}S 19)s00d o} Je abexea| Jsjeam Bulpue)s eonou nok og

&lley dwind 1815009 1nok pip ‘'swajqold Ayjenb jeoibojolisioeq oy ol '€

¢sliey dwnd urew au j dwnd Jsjsooq Agpuels e eaey nok og 2

¢Ahuew moH ¢dwnd Je1sooq e aAey nok oq |

asuodsay NOILYLS ¥31S009

NOILVOILSIANI WHO4ITOD TVLOL JAILLISOd ¥ XIANIddV



